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BRENDA BURNS oL (AT
IN THE MATTER OF THE APPLICATION DOCKET NO. W-017824-10-0224

OF ABRA WATER COMPANY, INC. FOR

APPROVAL OF A RATE INCREASE STAFF’S NOTICE OF FILING

LATE-FILED EXHIBIT

The Utilities Division (“Staff”) of the Arizona Corporation Commission (“Commission”) files
herewith a Drinking Water Compliance Status Report dated February 18, 2011. This Report was
received by Staff after the hearing herein on February 17, 2011. The information contained in that
Report does not change Staff's position in regard to its recommendations herein.

RESPECTFULLY SUBMITTED this 8 day of y;arch, 2011.
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Bndget A. Huny%rﬁrey
Attorney, Legal Division

Arizona Corporation Commission
1200 West Washington Street
Phoenix, Arizona 85007

(602) 542-3402

Original and thirteen (13) copies
of the foregoing were filed this
8™ day of March, 2011 with:

Docket Control

Arizona Corporation Commission
1200 West Washington Street
Phoenix, Arizona 85007

Cop1es of the foregoing were mailed
this 8" day of March, 2011 to:

Kevin Larson, President

ABRA WATER COMPANY, INC.
P.O.Box 515

Paulden;AZ 86334




Arizona Department of Environmental Quality
Drinking Water Monitoring and Protection Unit
Mail Code 5415B-2
1110 West Washington Street
Phoenix, AZ 85007

Drinking Water Compliance Status Report

System Name System Type Is system consecutive?
ABRA WATER COMPANY INC Dd]| Community L]l Yes,
| System ID # ‘Non-transient Non-community to PWS #
13001 Transient Non-community <l No
Qverall compliance status [ ] | No major deficiencies Xl | Major deficiencies
Monitoring and Reporting status No major deficiencies X Major deficiencies

Comments: The arsenic treatment system for EPDS002 was installed in 2009. They were required to
begin quarterly comPIiance monitoring beginning 1st Q 2009. The system has submitted quarterly
samples from the 1% Q 2009 thru 4™ Q 2010 (however, no samples for 3™ Q 2009 or 2™ Q 2010 were
submitted). The running annual average at the end of the 4™ Q 2010 exceeds the MCL, with 21 ppb.

Operation and Maintenance status i No major deficiencies { L] Major deficiencies

Date of last Sanitary Survey | 6-26-09 | Inspector ] Adam Klatzker, NRO

Major unresolved/ongoing operation and maintenance deficiencies:

[] unable to maintain 20psi [ inadequate storage
cross connection/backflow problems [] surface water treatment rule
treatment deficiencies [[] ATC/AOC ‘

[ certified operator [ other =

Comments: During the last sanitary survey, recommendations were made on the distribution system
(replace sample tap with a non-threaded sample\‘tap) and finished water (resize vent screen)

Is an ADEQ administrative order in effect? L] [Yes | | No

Comments: None

System Information

Population Served 1676

Service Connections ' - 621

Number of Entry Points to the Distribution System 2

Number of Sources 2

Initial Monitoring Year 1995

Monitoring Assistance Program (MAP) System 9 I Tyes | LI [No
7 e I

Evaluation completed by | Donna Calderon, Manager Mw

Drinking Water Monitoring and-Protection Unit
Phone 602-771-4641 Date | February 18, 2011

[0 | Based upon data submitted by the water system, ADEQ has determined that this system is
currently delivering water that meets water quality standards required by 40 CFR 141/Arizona
Administrative Code, Title 18, Chapter 4, and PWS is in compliance.

[T | Based upon the monitoring and reporting deficiencies noted above, ADEQ cannot determine if
this system is currently delivering water that meets water quality standards required by 40 CFR
141/Arizona Administrative Cods, Title 18, Chapter 4, and/or PWS is not in compliance.

O | Based upon the operation and maintenance deficiencies noted above, ADEQ cannot determine if
this system is currently delivering water that meets water quality standards required by 40 CFR
141/Arizona Administrative Code, Title 18, Chapter 4, and/or PWS is not in compliance.

This compliance status report does not guarantee the water quality for this system in the future,
and does not reflect the status of any other water system owned by this utility company.

Revised March 2009




